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DIRECT BURIAL CAST NO-OX TIN 
COATED WIRE FROM TRANSFORMER. 
BURY 15 TO 29 CM BELOW GRADE. 
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(RUN FROM SPLICE TO FIXTURE) 

ATTACH SCHEDULE 40 PVC CONDUIT 
TO WALL, OR HEAVY WALL GALVANIZED 

I/ STEEL CONDUIT PIPE. RUN #14-2 NO-OX
WIRE FROM SPLICE TO FIXTURE. 
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OPTION #1 

6 METER SPACING 
OPTION #2 

9 MFTFR SPACING 

SIDE ELEVATION 

(SCALE: ALL UNITS IN CM 

DIRECT BURIAL WIRE SPLICE \_ 24V POWER WIRE 
#CLWS10 WITH INTERNAL FROM TRANSFORMER 
HEAT SHRINK WATERPROOF (SEE DESIGN FOR 
CONNECTION. (TYP.) WIRE GAUGE REQUIRED) 
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